St1aTE oF MICHIGAN
DEPARTMENT OF ENVIRONMENTAL QUALITY

L ANSING

JENNIFER M. GRANHOLM STEVEN E. CHESTER
GOVERNOR CIRECTOR

July 21, 2009

Mr. Greg Fish, Superintendent

Portage Lake Water and Sewage Authority
100 Princess Point Drive

Houghton, Michigan 49931

Dear Mr. Fish;

SUBJECT: Septage Receiving Facility Operating Plan Approval for Portage Lake Water and
Sewage Authority Septage Receiving Facility

Review of the Portage Lake Water and Sewage Authority (PLWSA) Wastewater Treatment
Plant septage waste operating plan by the Department of Environmental Quatity (DEQ), Water
Bureau, Drinking Water and Environmental Health Section, is complete. The operating plan is
approved and meets the requirements outlined in Section 11715b of Part 117, Septage Waste
Servicers, of the Natural Resources and Environmenial Protection Act, 1994 PA 451, as
amended. The plan is posted on the Septage Waste Program website at
www.michigan.gov/deqgseptage and can be found by clicking on the second bullet point under

“Downloads.”

The receiving facility must operate in accordance with the approved plan. If a change in
operations or conditions is anticipated, please file an amendment to the plan at least 30 days
prior to the proposed date for implementation.

Thank you for your continued environmental stewardship and service to those with on-site
septic systems in and around your community and those who service them. If you have any

questions regarding this matter, please contact me.
LEST, /

Matthew Campbell, Cbordinator

Septage Waste Program

On-Site Wastewater Unit

Drinking Water and Environmental Health Section
Water Bureau

517-335-4178

L Sincerely,

mcc:ckp

cc:  Ms. Lynne Madison, Western Upper Peninsula District Health Department
Mr. Steve Casey, DEQ

CONSTITUTICN HALL » 525 WEST ALLEGAN STREET = P.0O. BOX 30273 » LANSING, MICH!GAN 48908-7773
wwew.michigan.gov = (517} 241-1300



C:ngi\ 100 Portage Street  Houghion, Ml 49931
gﬁ/ 906-482-4810 = 800-5862-7684 o Fax: $06-482:9799
[P02-27438]

July 1, 2009

Matt Campbell

Septage Waste Program

Water Bureau - Department of Environmental Quality
Constitution Hall, Second Floor — North

525 West Allegan Street

P.0. Box 30273

Lansing, Ml 48909

RE: SEPTAGE RECEIVING FACILITY OPERATING PLAN
PORTAGE LAKE WATER & SEWAGE AUTHORITY

Mr. Campbell:

On behalf of the Portage LLake Water & Sewage Authority (PLWSA), please find enclosed their
proposed Septage Receiving Facility Operating Plan. The operating plan was developed per
the requirements outlined in the MDEQ letter dated June 9, 2005.

In addition, please find enclosed an affidavit of publication for the public notice, and an example
letter sent to the Western Upper Peninsula District Health Department (WUPDHD) and the
legislative body of each city, village, and township located in the proposed septage receiving
service area, along with a list of all the city, village and township recipients. The PLWSA did not
receive any negative comments during the 30-day comment period. In fact, only one comment
was received, inquiring when the plan would take affect. A copy of page two of the MDEQ letter
dated June 9, 2005 with filled in information pertaining to the facility name and operator is also
included.

If you have any guestions, please do not hesitate to call.

Sincerely,

Christopher |.. Hoimes, P.E.
Project Engineer

CLH:ca

Enclosure

Cc: Greg Fish -~ PLWSA Plant Supervisor (w/encl.)
File (w/encl.)

Offices also in:
Marquette U.B Engineers & Architects, Ine. www.UPEA.com
lron Mountain
Sault Ste. Marie
Marinette




PORTAGE LAKE WATER AND SEWAGE AUTHORITY
SEPTAGE RECEIVING FACILITY OPERATING PLAN
May 27, 2009

The Portage Lake Water and Sewage Authority (PLWSA) has been and will continue to
receive domestic septage waste to serve the residents of its service area as defined herein.

Receiving Facility Location and Description

The PLWSA will accept septage at their wastewater treatment facility located at 100
Princess Point Drive, Houghton, MI 49931. Septage will be accepted for freatment into
the newly constructed septage receiving station, located at the entrance to the PLWSA
treatment facility. Transporters will park their equipment on the concrete pad and
discharge septage into the receiving station (see attached sheet C105).

The receiving station consists of a building housing a discharge metering system plus a
mechanical screen and trash remover. The facility contains two, 10,000 gallon storage
tanks so that high strength wastes can be metered into the treatment system at controlled
rates.

The PLWSA treatment facility consists of a conventional activated sludge process
augmented by phosphorus removal with solids handling via anaerobic digestion and filter
presses. Biosolids are applied to land to promote vegetation of stamp sands that have
been covered by soil. Effluent is discharged to the Keweenaw Waterway and quality is
typically excellent with BOD and TSS concentrations around 5 mg/l.

Hours of Operation

Prior to any hauler being permitted to dispose of septage at the PLWSA treatment facility
a signed contract between the Facility and the hauler shall be on file with the facility

Superintendent.

A sign in log shall be provided by the facility and haulers are required to sign-in for each
load disposed of at the facility. In addition, each load of septage is monitored through an
automated pumping system and recorded on the plant operating PC system. Haulers are
required to clean up any spills around the receiving station.

PLWSA will accept septage Monday through Friday between the hours of 6:30 a.m. to
5:00 p.m., and between 8:00 a.m. to 3:00 p.m. Saturdays and Sundays, including
holidays. In case of an emergency, arrangements may be made by calling (906)-487-
9820.

PLWSA Page 1 of 3




Acceptable Categories of Septage

The PLWSA will accept the following categories of septage waste:

Domestic Septage — the septage pumped from home septic tanks, recreational vehicles
(RV), cesspool, portable and fixed toilet, type III marine sanitation device, or similar
storage or treatment works that receives only domestic sewage.

Food Establishment Septage — material pumped from a grease interceptor, grease trap, or
other appurtenance used to retain grease or other fatty substances contained in restaurant
wastes and that is blended into a uniform mixture, consisting of not more than 1 part of
that restaurant-derived material per 3 parts of domestic septage, prior to disposal at the
receiving facility.

Fee Structure

Treatment rates shall be set and reviewed on an annual basis by the PLWSA Board.
Rates shall include treatment costs for Flow, BOD, TSS, and Phosphorus utilizing EPA
and USACOE average concentrations for said parameters.

The fee structure for septage discharge into the PLWSA treatment facility is as follows:

e $0.11 per gallon for septage originating in the following communities: Adams
Township, Calumet Township, Elm River Township, Franklin Township, Hancock
Township, Osceola Township, Portage Township, Quincy Township, Schoolcraft
Township, Stanton Township, Torch Lake Township, Allouez Township, Eagle
Harbor Township, Grant Township, Houghton Township, City of Hancock, and the
City of Houghton. These are PLWSA partner communities that do not prohibit
application of Biosolids within their boundaries.

» $0.146 per gallon for septage originating in communities not listed above.

Loading Capacity

The PLWSA facility has adequate hydraulic and treatment capacity to accept septage.
Table 1 illustrates the design capacity, current average daily influent, and the proposed
maximum septage flows/loading.

Table 1
Design Current Ave. Remaining
Parameter Capacity Daily Influent Capacity
not including
Septage
Flow 3.2 MGD 1.6 MGD* 1.6 MGD
BOD 3,500 Ibs/day 2200 Tbs/day 1300 lbs/day

PLWSA Page 2 of 3




The PLWSA currently accepts an annual average of 2,000 gallons/day of septage, but
during the summer months, the seasonal adjusted average is approximately 6,000
gallons/day. At an average septage BOD of 7,900 mg/] (average of septage and toilet
wastes), this accounts for about 400 1b BOD/day during the peak summer months. Table
I shows that the plant has a capacity to treat 1,300 Ib BOD/day of septage. This
corresponds to the BOD load of approximately 20,000 gal/day of septage. Accordingly,
the PLWSA may allow a maximum of 20,000 gallons of septage per day, to be accepted,
at the receiving facility.

PLWSA reserves the right to stop receiving septage during wet weather periods;
however, PLWSA has adequate capacity to either treat or store septage and has yet to
find it necessary to refuse septage discharges during wet weather months.

Service Area

The service arca of the PLWSA is defined on the attached map. The service area, as
depicted, includes lands within a 15 mile radius of the PLWSA facility. This shall be the
facility’s service area through October 12, 2010, at which time the PLWSA Board may
extend the service area to 25 radial miles.

The PLWSA may accept septage from areas, outside the service area as defined above,
on a case by case basis.

Other

Any hauler found disposing of any substance other than domestic septage or food
establishment septage may lose their right to dispose of septage at the PLWSA receiving

facility.

All haulers shall submit to random testing of their septage loads as requested by the
PLWSA. Any problems encountered as a result of said sampling may result in the hauler
losing their right to dispose of septage at the receiving facility.

The PLWSA reserves the right to limit the amount of gallons of septage accepted by the
receiving facility for treatment and disposal by the PLWSA.

Any licensed hauler needing disposal information should contact the PLWSA
Superintendent, Greg Fish, at 906-487-9320.

PLWSA Page 3 of 3



TN "Soapyany ¢ Exeflun ST

L

d¥iN
Snavy
HIWEH

R A

HD ELHO
WD i
UEHZ 0 O LT

FH i
A ]
Forg T
) A

"HOIN ‘NOLHONOH
INYTd LNSALLY SN
HAaLYMELSYM

ANOLtraa'v.19aro0d

ALIMOHANY ¥aM3as
B HALYM 3T
3OV.INO0d

HRMRD

ALDIOHLNY ¥3M35
B HILYM MV
HOVLINOA

AL ATATRYS

el
bt W g e
02072 e 0

11geees ron)
mynk I LD v
I ITHDMIEY il
anarazinn)
18k " VIV DO
20k AV HOEHIAIE Hboe

ana’

Rt

D ¢

Tt

)

.
I
1

o
R

T,
/i

Hlsw

Yt

‘\:fé‘
)
jJ\
[3
[-k—h.{ [
. .:ua..g_
Py
P T
- Al
ST
e
5,
Jf
]
¥
—

SR W CZEIRS SORE/EI/S DARI SMYENEIAONuSEIS HET

A
~I, EDRJ/“"LM

H, 3
/_1‘/ ¥
2]
i

L
i
NEi
T
=
2

B

2 a= |}
L[

o

=

LF
MR

S A ¥

N
7

Sk
1

R
L~ 5

g ll,:xé(

=

/
H
L
s S
s

Al = AT
i
h.. %nﬁrr,lr_w\ .,._..-

s x“‘ﬁ M_; m . .L, m

. eﬂ./ Ny

;

1.%

P

T
Za
7

fia

N
L

£
=

S

TR S
| = | s arseat e

A

ELDAUHINY PETNIDNT

.\u\!’%‘\\mmp

NE

S

2 I hNLA
Bl

<
" N
]

A

e



0 RO AAY § Ltz ' o L)

L e . : ; L
1] Ra) .
WiLzer-fooale
HYld 1S PSeoLil Ly
JLHY ] INGWEVTIHL
HALYMALSYM soprmeali .
R R
Ixwn
W ok
v 4_..w...~ﬂw. % . . ot ot ———, R /,f\ ] H . : 3 .//.
TS e ) . - : o e i i B vow ey, (rvasals) v
e r ; Um0\ e \ \ i
: : Szt
Ik R T Y A I S W v
towrw) L emmAse s e [ jamsammaespenne
o F
TIIE DIEAVE;
M
"
"
.
1
5
'
|
i
[l
A e
H
H
...... i
HNOH ATHm ﬂ
OKTSIA OF PTG “
"
= .
H
’
NYDIHDW W
ALNNGS NOLHENOH I
NOILYDOT LOWE Ciad "
7 o -1 2l
ALRMOHLNY BOVMES 7 i ava 1
HEEYA SV IOVIHOL 3 H
R [}
a T 5
‘Tame, Th Y OF Quk0y WYLRALE T8 LSa
WOLOTLISNID SINWIE WL 1600
S3AVUD4N WILSAS 20
HALVMALSYM
PR IR § B . x :
sumai Aty 7 . 3 — .i.l,l.EJ’lri o .|
Uity Blthanm ; / N .
S . . -
o L 20 B —— _
i) . o
vl TR mRS .
S T msa T e i
o) R i !
LN RS AN SONPRE OS] e L . . - w 1
) [E! XY X SIS SNMOA SAMLLES Il_ . - mL .4.w ..
TRTHIO . A i .
TRUGEDaTT wona oiusiy r——= =
A U KR s ! . L | = * 3 L]
LRy ETELL - R ! . P i L " L '
, A T VAN Rt k.
SaETONE Teinm awpe s (3 i B - 1
[EPPS—— g 1o wws K
-_ulln_ﬂn - YN T4 A7 ST -
_
s
.y mﬁ\. 4 . T 4 o
Tew JEAFES o\
4% [iELEY
¥ G ' t T T T [




AFFIDAVIT OF PUBLICATION

IN THE MATTER OF NOTICE OF PROFOSED SEPTAGE RECEIVING FACILITY OPERATING PLAN
PORTAGE LAKE WATER & SEWAGE AUTHORITY

STATE OF MICHIGAN

COUNTY OF HOUGHTON S8 YVONNE ROBILLARD

_ Being first duly swom, says that he/she is the agent
s : , of the Publisher of The Daily Mining Gazette, a
e NOTICE OF PROPOSED SEPTAGE : newspaper published in the English language for the
RECEIVING' FACILITY OPER ATING: PUN dissemination of local or transmitted news and
ORTAGE LAKE WATER & SEWAGE intelligence of a general character and legal news,

‘ which is a duly qualified newspaper, and that
annexed hereto is a copy of a certain order taken
from said newspaper in which the order was
published on the following dates:

' Lake Water and Sewage: Au ortty {PE.WSA) has
0.f ne ewaste' ‘

MAY 29, 2009

:,operatmg plan mcludes aﬂd desc

6pératton ypes: -of septage waste
eas, and other condmons i

epted fee structure :
'e to the recelpt i

ty. opera‘ung pian"

: ‘én submitted to all communities served by the PLWSA,
' anﬂ are - available for: revsew ‘ahd wntten commenis at the
: PLWSA treaiment fac;hty office: located -at Princess Pmnj
Houghton, ‘MI49931, between= 90 am. to 4:00 pm ,: .
Mo day through' Fnday : =
: Wrattén comments- concemmg thls p;an shouid be submnttecs by
i June 29, 2009 to atténtioniof: . :

LM Gregf—“sh HE

Portage Lake Water & Sewagd. Authcraty :
5 100 Pnncess Point Drive - .

s, Lt d

AthSle Publisher of the Daily Mining Gazette

Subsc

and sworn before me this a? 9[ A

Day of //)L&—f-/k AD., 2009
LJ* 7z /u, LLAL C// za,ﬂt,zé/ / Cteci
Notary Public, Houghton County, Michigan

Acting in and for the County of Houghton Michigan

EATHERINE O7CONNELL RILCDI
NOTARY PUBRLIC, STATE OF MI
COUNTY OF HOUGHTON

MY COMMISSION EXPIRERS

Allz 10, 2012




LJPEA \&( | ' . 100 Portage Street  Houghton, Mi 49931

ENGINEERS & ARCHITECT
V 906-482-4810 » 80054627684 » Fox: ?06-482-9799

[PO2-27438]

June 1, 2009

Western U.P. Drstnct Health Dept

L Lynn Madison_
- ~.-540 Depot Stree e
- '_if-Hancock MI- 49930 LT e

RE: SEPTAGE RECEIVING FACILITY OPERATING PLAN
PORTAGE LAKE WATER & SEWER AUTHORITY (PLWSA)

Dear Ms. Madison:

On behalf of PLWSA, please find enclosed their proposed Septage Receiving Facility
Operating Plan including a service area map, as required by the Michigan Department of

Environmental Quality (MDEQ). The PLWSA has adopted a formal Septage Receiving Facility
Operating Plan per MDEQ requirements. This plan sets policies and procedures for the PLWSA
to accept pumped septage from the haulers who pump out septic tanks in the PLWSA area. A
copy of the plan and a service area map is enclosed for your information.

The plan defines the service area for receiving septage. This area includes a service area within
a 15 mile radius of the PLWSA treatment facility. Septage from outside this area will be
accepted on a case by case basis.

If you have any questions or need more information, please call myself at (906) 482-4810 or
Greg Fish, PLWSA Superintendent at (906) 487-9820.

Sincerely,

Ciheed

Chris Holmes
Project Engineer

CLH:CA

Enclosure

Cc: Greg Fish
File {w/encl.)

Offices also in:
Marquete U.P. Engineers & Architects, Inc. www_ UPEA .com
Iron Mouniain :
Sault Ste. Marie
Marineite




ucybnop
uoBnoy
uoybnop
uoyBnoH
MELESMB)|
uopybnoH
uoyyBnoyy
uoBnoy
uoyBnoH
uoyyfinoy
uoyyBnoH
uoyyBneH
uoyBnoy
ucyybnoy
uopyBnoyy
ucyBnoy
ucyBnoH
ucybnoy
uousnoy
uojyBnoHy
ebeieg
MELSaMIY
ucybnop
funosy

0e66Y
ye6ey
S066Y
6210-£966%
5r66Y
LLEL-GPBEY
0t66Y
05£0-1.£66Y
Zoe6y
£290-¢lL66%
860-5766%
90¥0-LEB6Y
0cesy
90L6-0C66F
0ce6Y
G966
91L66%
9%00-cLB6Y
£l66y
€166
9¥20-80661
P900-0866¢
£9661

diZ

1N JyoooueH
[ fieqanH
W 8l MUy
W 9Buey ynog
I uapul exeq
W uspury exe
W HOOOUBH
W uoBnoy
W Aegueoq
W wnpnen
I uspury axe
I uowBnoy
] )ooaueH
WA Naooue}|
W NoOouR}|
i gloAlo]
i llossBUY
(I lawnjeg
I BunEs
1IN lewnies
A efeleq
I AMEUYORY
IW ebuey ynog
ajelg Mo

621 09 Od

198415 uepy GPeeY
L29%0d Cd

909 %08 "O'd

9 X049 Od
9 X0d Od

isaQg puoseg ZokL

gssaIppy

10848 10d2Q) 0vG

62F ¥od Od

peoY eBulwi oLOYL
anuaAy EE:DOE:% [*14
fes - oong 9xe gzoL
2218 ol 92

9¥Z ¥0g Od

peay S50y Uasit) OfZip
LEF %08 Od

1228 BP3H 0L
1924G 1B1WLNED LOP
SNUBAY uapleysg 9L9
jgans Aouint 668
peoy oles S¥E5S

G9v X098 "Q'd

PY PleIag) oxe L0988
8EF 09 Od

19205 UIS OFE

198118 XIS OYE

PEOY 1928 PaY 08887
9+Z x0g Od

¥9 %08 Od

024 x04 Od

Zssalppy

uCSIpey] tUAT

losinadng ‘lampen uelg
J0sIAIadNg ‘pleYD plARQ
Wapisalg ‘wwoy [seyaiy
Josiaadng ‘uep Aspng
losiuadng ‘syooug JeO
losipadng ‘YHON uas)
sosiuedng ‘weyBulg (g
JosiEdng eidiey ueasig
juspisald ‘ouBsnEg pleuag
JapISald ‘Bweny sawer
JaBeuely ‘sauujoep 1oog
sebiruep AND 'UoSIOPUY UUBS
josiadng ‘usuredduwsay) ned
J0siAladng Juep®g UL
1osiuedng ‘e v YBI0gaq
Jesimedng e UBA ppoy,
Juapisald ‘ouesnieg Auoyiuy
I8|osdwon ‘eurq ang
Jos1uadng 'ojyen Ined
10sinadng ‘eleye ] pleuog
JOSIAISANS "BUIDYS) UIARY
JosiAadng ‘Wenp “q PIEYST
pssa.ppy

800Z °L 3INAP

LSIT ONITIVIN NYTd ONIAIZOIY F3DV1dIs

Jdeg uneaH 1S d'N Welse
diysumo | axe yolo]
diysumo| uouelg
sbuey 1n0g 10 obeIA
diysumo), veueysg
diysuma) Yeasjeoyss
diysumo | Aouinp
diysumo | sBeuog
diusumo] efoansg
winneT jo abenpa
uapury exeT o abejip
uciyBinoH jo Aug
MI0JUBH JO AT
diysumo |, yaooueH
diysumo) Lyues
diysumo] Joary w3
diysumo | [asseyn
ewnfeg jo sbejip
abe|A Jswnjes
diysumo | ypwnien
diysumo | ebeieg
diysumo |, zanojy
diysumo | swepy
a9ss2PPY

ALRMOHLINY IDVAMIS ANV HILYM TN 59V.IH0d

Jdeq yiesH JsIq d'n welse
diysumo ] oxe yaloy,

afieiA ‘abuey yinos
diysumo ) uBuLBYS
diysume [ yesojooyos
diysumo Aounp
diysuma ] afepod
diysumeo] B9850
abe||A ‘wnpne
abeflIA ‘Uspr axe
AuD ‘uowbnoy

Al HpooueH
diusumo] »a0oueg|
diysumos uipuely
diysuma ] Jaary Wiz
diysumo] |1asseYD
abe|np Yewnien
abie||ip Jawnies
diysumo] jaunen
diysumo] ebeleg
diysumo, |, zano||y
diysumo | swepy

P b g P S S i b e g g

swepn Ajunwwog  eydpy sy



Septage Waste Receiving Facility Operating Plan

The basic Operating Plan includes the following:

location of the septage receiving facility.

hours of operation.

categories of septage waste your receiving facility will accept.

fee structure charged to the hauler to dispose of septage for treatment.

service area of your septage receiving facility.

any other conditions for receiving septage waste established by the receiving facility.

* & & 3 & »

Conditions regarding septage acceptance at your wastewater treatment plant may include
receiving facility capacity (hydraulic and organic), volume of septage received, odor control, and
other information required under Part 41, Sewerage Systems, of the Natural Resources and
Environmental Protection Act, 1994 PA 451 (Act 451).

We must also advise you of the requirement to provide public notification before you submit
your operating plan to the Department of Environmenta! Quality (DEQ) for review and approval,
pursuant to section 11715b of Part 117, Septage Waste Servicers (Part 117), of Act 451. For
more details on this requirement, please see item 1 below.

We hope that you decide to accept septage waste for treatment. If so, please fill out and submit
the attached information to the address listed below. This is the basic information that must be
contained in your Operating Plan as mandated by Part 117. The DEQ will review your
Operating Plan, and when we determine that itis complete, we will approve your receiving
facility for septage acceptance and treatment.

We request that your Operating Plan be submitted by April 11, 2008. The DEQ will post the
approved operating plans on the DEQ Septage Waste Program website.

Povtaqe Lake Waley ¢+ Cewaqe fi}wmﬂ%., (PL wWSAY

Name of receiving facility (wastewater treatment plant)

Gre,q' s 6/2alea

Name of Superinté’ndent/Chief Operator of receiving facility Date

[] Check this box if domestic septage is not accepted at your receiving facility (WWTP) and
mail back to the address listed below.

1. If you plan to receive septage waste for treatment at your receiving facility you are
required to do the following (see Sec. 11715b. of Part 117) before submitting your
proposed operating ptan to the DEQ for review and approval:

(a) Publish notice of the proposed operating plan in a newspaper of general circulation
in the area where the receiving facility is located.

(b) If the person maintains a website, post notice of the proposed operating plan on its
website.

(c) Submit notice of the proposed operating plan by first-class mail to the county health
department and the legislative body of each city, village, and township located in
whole or in part within the service area of the wastewater treatment plant to which
the receiving facility is connected.




DEQ Septage Receving Facility Checklist
Name of Septage Waste Receiving Facility: DEQ Reviewer: M. Campbell
Portage Lake Water & Sewage Authority (PLWSA)  Review Date: July 17, 2009

el

Page 1

Address of Septage Waste Receiving Facility:
100 Princess Point Drive
Houghton, Ml 49931

Facility Contact: Greg Fish
Telephone Number: 906-487-9820
Emergency Phone No: 906-487-9820

The foliowing information must be submitted in the Operation Plan
in order to receive DEQ approval:

Requirement Yes No Comments
1. Location of septage RF. X
6:30 a.m. - 5 p.m. M-F and 8 a.m. -
2. Hours of operation. X 3 p.m. Sat., Sun. & Holidays
Domestic septage, RV, portable
3. Categories of septage waste the toilet waste and FES - see

RF will receive. X operating plan for details.

4. If food establishment septage is
accepted, does the RF required that
the FES meets the 1:3 ratio

mandated by law? (Not OP req't.) X
11 cents/gallon for established
communities (see operating plan)
and 14.6 cents per gallon for
septage pumped from outside

5. *Fee structure charged to hauler. X those communities.

6. *Service area (septage
acceptance) description of RF
defined in detail. X See map in operating plan.




Septage Waste Receving Facility Checklist
Name of Septage Receiving Facility. PLWSA

Requirement Yes No

7. Notice of proposed operation

plan: _

a) Was it mailed to county HD and
legislative body of each city, village

and township located in whole or in

part of the service area? X

b) *Was it public noticed in the local
newspaper? X

c) Was it posted on the facility
website?

8. Did the notice contain the

following?

a. Statement that the RF proposed

to or is currently receiving and will

continue {o receive septage waste for
treatment. X

b. Statement in the notice that the
proposed operating plan is available
for review during normal work hours. = X

c. A request for written comments on

the proposed operation of the RF and

the deadline for receipt of such

comments, which shall not be less

than 30 days after publication,

posting, or mailing of the notice. X

d. Receiving facility capacity.

I) Hydraulic capacity: X

1) Organic capacity: X

Fage 2

Comments

NA - Facility does not have a
website.

3.2 MGD. 1.6 MGD current daily
ave.

3,500 Ibs BOD/day. Current ave.
2,200 lps/day. Can accept up to
20,000 gallons of septage waste
per day. '



Septage Waste Receving Facility Checklist Page 3
Name of Septage Receiving Facility: PLWSA

Requirement Yes No Comments
8.d. Receiving facility capacity

continued:

*I) Wet weather operation

considerations (CSO & SS0) X None noted.

9. Other conditions established for
the RF. X See operating plan for details.

*5. Fee structure - must be justified and reasonable in accordance with standard accounting practices.
*6. This should be both written and Hllustrated on a map of the area. The service area information
should include whether or not there is a county ordinance that also defines what they can or can't
accept. It should also include whether or not they accept septage pumped outside of the service area.
*7b. Check to see if there were any comments from the public and document.

*8.d.(lll). CSO-Combined Sewer Overflow and SSO-Sanitary Sewer Overflow.

Check with DEQ District Staff prior to approving the operating plan to ensure there are no
operational and/or compliance concerns,



